
 

 
MEMORANDUM 

TO:  Interested Parties 

FROM: James Woods, Project Manager 

DATE:   September 15, 2026 

RE: Addendum No. 3 to the Request for Proposals for Kane Street Sanitation Yard 
Renovation Construction Services for Baltimore City, Maryland 

 
This Addendum No. 3 amends the Contract Documents for the above-referenced project as 
set forth below and answers questions submitted by Proposers after the August 24, 2026 question 
deadline. All Proposers shall acknowledge the inclusion, receipt, and review of this document 
with their submission. Addendum No. 3 serves as a formal revision to the Contract Documents, 
and the information set forth in Addendum No. 3 supersedes corresponding and respective 
content of the original Contract Documents. 
 
Item #1 Questions 
 
Questions submitted by Prospective Proposers (after August 24, 2026) are provided below 
(Questions 1 – 23) with responses denoted in bold italics. The responses to questions, presented 
as follows, supplement and become binding parts of the Contract Documents: 
 

1) On the bottom of pg. M103, there is an “owner provided gas-fired pressure cleaner” called out. 
However, I am unable to locate any more design data involving this unit so that I may provide the 
required material to tie it into both the natural gas as well as the pipe. Also, could you provide a 
specification for the flue pipe material itself? Is this something that can be provided? 

RESPONSE: Flue vent material for gas-fired pressure cleaner shall be UL 441 listed Type B 
double-wall gas vent, sized in accordance with manufacturer instructions and IFGC Chapter 
5. Venting shall terminate vertically through the roof with a listed storm collar and vent cap. 

2) Please confirm if this project is Wage Scale- if so, please provide the rates. 

RESPONSE: Please refer to Special Provisions Item G. 

3) Please confirm that the WBE goal of 15% is in addition to the 30% overall MBE Goal, making the 
total MBE goal actually 45%. 

RESPONSE: Refer to Addendum No. 2 Response #13. 

4) Please confirm, as mentioned at the pre-bid, a MBE/WBE firm qualifies as long as they are MDOT 
certified, correct?  They do not need to be city-certified? 

410.333.2730 / authority@nmwda.org 
nmwda.org / Business-to-Business Recycling:  mdrecycles.org 
Tower II – Suite 402, 100 S. Charles Street, Bal�more, MD 21201-2705 
 
Comprehensive Waste Management Through Recycling, Reuse, Resource Recovery and Landfill 
 
MEMBERS:    
Karen Henry, Anne Arundel County / Vacant, Bal�more City / Anthony Russell, Jr., Bal�more County / Bryan Bokey, Carroll County   
Maria Monteiro-E-Pereira, Frederick County / Vacant, Harford County / Yosef Kebede, Howard County / Guillermo Wainer, Montgomery County / Charles 
Glass, Maryland Environmental Service / Andrew Kays, Execu�ve Director 

 



4) Please confirm, as men�oned at the pre-bid, a MBE/WBE firm qualifies as long as they are MDOT 
cer�fied, correct?  They do not need to be city-cer�fied? 

RESPONSE: MDOT firms can be accepted provided they apply for City MBE program 
certification within 30 days of contract award. 

5) Please confirm Door 101B is existing. This is listed in the door schedule as Window Type “W3”. Both 
the door and frame are listed as Hollow Metal. 

RESPONSE: Door frame and transom are existing, door panel condition to be verified and 
replaced if necessary. 

6) Please confirm doors 115B, 124A, 125B and 126A are by others. 

RESPONSE: All new doors are to be provided by the GC, no doors are noted to be “by 
others”. 

7) Door 108A on Sheet A102 shows a sidelight beside the door. What should we price this as? 

RESPONSE: Price to match SF-2. 

8) Who is the current fire alarm vendor? 

RESPONSE: There is no current vendor. Johnson Controls has done inspections and 
assessments in the past. 

9) The following panels LPGF,  LPGE, LPGD, LPGC, & LPGB are not shown on the riser but have panel 
schedules can you confirm they are new? 

RESPONSE: All panels on E604 have been removed from the project - disregard sheet E604. 

10) Also Please confirm there are (2) new transformers as they are not shown anywhere else on 
drawings except the riser. 

RESPONSE: XFOA is shown on E101 in the corridor by the wash and XFGA is shown on 
E101 near the loading dock. There are two transformers for this project. 

11) request for LockersMFG to be added to the list of preapproved locker manufacturers. 

RESPONSE: Any additional/substitute Manufacturer(s) will be reviewed during the submittal 
review process and will not be pre-approved. 

12) Please confirm that the documents that we are to bid from have "Not for Construction" printed 
across the pages. 

RESPONSE: Confirmed. A conformed drawing set will be provided to the successful offeror 
once the building permit is approved. 

13) Is possible to revise the drawings, relocating the "Not for Construction" wording as it covers up 
some of the small print on the drawings, especially detail pages, electrical, etc.? 



RESPONSE: Revised drawings are provided as an attachment to this Addendum No. 3.  The 
only change in this set from the drawings previously provided as Exhibit No. 4 of the RFP is to 
move the location of the “Not for Construction” watermark to allow for unobstructed viewing 
of the document. 

14) During the pre-bid, it was mentioned that there were limitations around parking the trucks outside 
during winter months, in attempts to finalize/determine project schedule, please clarify these 
limitations. 

RESPONSE: See Special Provisions, Item A, IB-4 

15) What are the foundation requirements for the temporary trailers?  Please provide details. 

RESPONSE: Foundation requirements and trailer installation are assumed to be the 
responsibility of the trailer vendor. 

16) Given the September 11 bid date and the outstanding responses to questions, we respectfully 
request that the Authority consider extending the bid date to allow bidders sufficient time to review 
and incorporate the Addendum into their pricing and obtain complete subcontractor quotes. 

RESPONSE: Per Addendum 2, the new submission deadline is September 23, 2026 by 4:00 
PM. 

17) Who is responsible for the automatic controlled receptacles and wiring in the modular 
workstations? Being that the furniture is modular can we assume that the furniture will come set up 
for controlled receptacles in accordance with IECC C405.11.1 

RESPONSE: The Contractor is responsible for automatic control of all receptacles indicated 
to have this function. The contractor shall provide automatic control for 1/2 of the circuits 
indicated to serve modular furniture, and coordinate the final connection w/ the furniture 
vendor/installer, such that the controlled receptacles are evenly distributed throughout the 
furniture. 

18) Do we know the location of the ETR Pad mounted transformer and how far away it is from the new 
CT cabinet. 

RESPONSE: The existing transformer that serves the building is located approximately 10 
feet outside the fence at the southeast corner of the property, and is visible through the fence. 
The exact placement of a C.T. cabinet shall be coordinated with the local utility. 

19) Will the conduit between the ETR Pad mounted transformer and the CT cabinet be ETR to be reused 
or will this have to be new? 

RESPONSE: The Contractor should assume that new will be required  between the utility 
transformer and new C.T. cabinet. However, the existing conduit between the transformer and 
building may be reused when undamaged, to extent feasible. 

20) What size conduit will be required for the Data and TV drops? 

RESPONSE:  The contractor is to provide 1"C for all data outlets, unless otherwise noted. 



21) Please confirm if Data raceways will be stub to ceiling. 

RESPONSE: Data raceways will be required to stub above the nearest accessible ceiling. 
Raceways shall be concealed within wall/ceiling whenever feasible. 

22) Please confirm the new car chargers will be mounted to the side of the building and will not be the 
pedestal style one mounted within the parking lot. 

RESPONSE: Exact mounting requirements of the EV charges will need to be coordinated 
with the owner provided equipment - however, the BoD charger model mounts to a wall (see 
detail 3/E505). Only conduit for the parking lot charger is included in this project. 

23) Please confirm if there will be security required on this project as there are details showing door 
access controls but there is nothing shown on the drawings. 

RESPONSE: The contractor is to provide power to door security hardware, and 
boxes/raceways for security devices. Refer to DS-1 on equipment connection schedule, sheet 
E601 and refer to power plans for locations. Additionally, refer to detail 1/E503. Coordinate 
any additional requirements with the City's security provider. Door access controls and other 
security appurtenances will be installed by the City's security provider. 

 

Item #2  Revised Drawings 

Per Response to Question #13 above, the attached drawings supersede the original RFP Exhibit 4 
Drawings. The only change in this set from the original RFP drawing set is to move the location 
of the “Not for Construction” watermark to allow for unobstructed viewing of the document. 
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